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1. INTRODUCTION

1.1 Study Area

This study has been prepared on behalf of Tomba Enterprises Ltd. to address Stormwater Management
(SWM) requirements for the proposed subdivision development of 84 townhouses located at 214
Ontario St, Brighton, ON.

The study area is approximately 2.3ha and is located on the west side of the Ontario St in the
Municipality of Brighton, Ontario. The civic address of the property is 214 Ontario St, Brighton, ON
and is approx. 60m south of Raglan St and Ontario St intersection. The legal description of the plot is
Part Lot 3 CON Broken front designated as Part 1 Plan 39R13426 Municipality of Brighton. Client
intends to develop the land by constructing 84 townhouses for residential purposes that includes 60
two-storey and 24 three-storey townhouse units with access roads and associated parking stalls. The
Study area is shown in Figure 1.

1.2 Objectives of Stormwater Management Study

The objectives of the stormwater management study are to develop a strategy for the project that will:

¶ Identify potential stormwater runoff impacts to the receiving watercourses from the proposed
development area

¶ Address the concerns from the review agencies including Municipality of Brighton,
Northumberland County and the Ministry of Environment (MOE) for the preparation of a
Stormwater Management study for quantity and quality purposes

¶ Provide an appropriate site drainage system for safe operational use

2. BACKGROUND

2.1 Land Use

The existing site is an undeveloped land parcel that is located along the Ontario Street. Majority of the
site is vacant covered with trees and shrubs. Eastern portion of the site has been used for greenhouses
and garden purposes with a gravel parking lot.  The subject site is currently under Municipal Review
of Applications for a Draft Plan of Subdivision and zoning by-law amendment.
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Figure 1  Study Area

3. SITE DRAINAGE CONDITIONS

3.1 Existing Drainage Conditions

The subject property is currently undeveloped of approximately 2.3ha in area.  The property currently
drains overland in south-west direction off the site ultimately discharging into Lake Ontario. For
details refer to attached P-300 Grading Plan and P-302-Drainage Plan.

A surface run-off coefficient for the study area under existing conditions is shown in table xx which
has been separated into two (2) regions; REGION 1 – north portion of the proposed development,
REGION 2 – south portion of the proposed development + municipal ROW. Refer to P-302 for details.

SOURCE: GOOGLE
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3.2 Proposed Drainage Conditions

REGION 1 – is the north portion of the proposed development which consists of townhouse blocks 1-
4.

REGION 2 – is the south portion of the proposed development which consists of townhouse blocks 5-
11, amenity area, parking areas and municipal ROW.

The stormwater runoff produced for both regions is expected to increase as there is an increase in
impervious area. Table 3-1 and Table 3-2 shows the weighted runoff coefficients for both regions.

Table 3-1 Runoff Coefficient for REGION 1

Table 3-2 Runoff Coefficient for REGION 2

(m2) 2117.91 7850.92 9968.83
(ha) 0.212 0.785 0.997

0.900 0.250 0.39

Pervious

Runoff Coefficient

Surface Composition Impervious Total

Existing
Condition

(m2) 3541.12 6427.71 9968.83
(ha) 0.354 0.643 0.997

0.900 0.250 0.48

Pervious

Runoff Coefficient

Surface Composition Impervious Total

Proposed
Condition

(m2) 3301.72 12444.53 15746.26
(ha) 0.330 1.244 1.575

0.900 0.250 0.39

Surface Composition Impervious TotalPervious

Existing
Condition
Runoff Coefficient

(m2) 9759.80 5986.45 15746.26
(ha) 0.976 0.599 1.575

0.900 0.250 0.65

Surface Composition Impervious

Proposed
Condition
Runoff Coefficient

Pervious Total
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3.3 Target Release Rate

Considering this is relatively a small area, the “Rational Method” was used to generate the target
surface runoff as follows:

              ὗ πȢππςχψ  ὅ Ὅ ὃ    ᴺ ὉήόὥὸὭέὲ ρ
ὡὬὩὶὩ ὗȡ ὓὥὼὭάόά ὙόὲέὪὪ ὙὥὸὩ ά ȾίὩὧ
              ὅȡ ὙόὲέὪὪ ὅέὩὪὪὭὧὭὩὲὸ
            Ὅȡ ὙὥὭὲὪὥὰὰ ὍὲὸὩὲίὭὸώ άάȾὬὶ
          ὃȡ ὈὶὥὭὲὥὫὩ ὃὶὩὥ Ὤὥ

The result of peak flow rates (m3/s) generated by the “Rational Method for existing and proposed
conditions are shown on Table 3-3 and Table 3-4:

Table 3-3 Peak Flow – REGION 1 (2-100 year Events)

Table 3-4 Peak Flow – REGION 2 (2-100 year Events)

a b I Existing Proposed Excess Flow
2-Year 21.0 -0.699 73.48 0.0790 0.0979 0.0189
5-Year 27.7 -0.699 96.92 0.1042 0.1292 0.0249
10-Year 32.2 -0.699 112.66 0.1212 0.1501 0.0290
25-Year 37.7 -0.699 131.91 0.1419 0.1934 0.0515
50-Year 41.9 -0.699 146.60 0.1577 0.2345 0.0768

100-Year 46.0 -0.699 160.95 0.1731 0.2788 0.1057

Rainfall Intensity (mm/hr)Storm
Event

<Equation 1> Flow Rate (m3/sec)

a b I Existing Proposed Excess Flow
2-Year 21.0 -0.699 73.48 0.1242 0.2100 0.0857
5-Year 27.7 -0.699 96.92 0.1639 0.2770 0.1131

10-Year 32.2 -0.699 112.66 0.1905 0.3220 0.1315
25-Year 37.7 -0.699 131.91 0.2231 0.4147 0.1916
50-Year 41.9 -0.699 146.60 0.2479 0.5028 0.2549

100-Year 46.0 -0.699 160.95 0.2722 0.5980 0.3258

Rainfall Intensity (mm/hr)Storm
Event

<Equation 1> Flow Rate (m3/sec)
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4. PROPOSED STORMWATER MANAGEMENT PLAN

4.1 Quantity Control

With the proposed development, the drainage pattern is expected to change. In order to satisfy the
Municipality’s requirements we must provide quantity control ensuring post development peak run-
off is controlled to pre-development levels for the 5 – 100 year storm events.

4.1.1 REGION 1

Controlled Sub-catchment (REGION 1)

The result of peak flow rates (m3/s) generated by the “Modified Rational Method” for existing and
proposed conditions for the North sub-catchment is shown in Table 4-1 below:

Table 4-1 Peak Flow for Region 1 Controlled Sub-catchment (5-100 year Events)

To mitigate the impacts of the proposed development, on site storage and flow control should be
provided using an orifice pipe restrictor located at the final outlet of developed site to limit the release
rates to pre-development condition runoff as shown in Table 3-3 above.

Sizing of the orifice is given by the formula:

a b I Existing Proposed Excess Flow
2-Year 21.0 -0.699 73.48 0.0722 0.0889 0.0167
5-Year 27.7 -0.699 96.92 0.0952 0.1173 0.0221

10-Year 32.2 -0.699 112.66 0.1107 0.1364 0.0257
25-Year 37.7 -0.699 131.91 0.1296 0.1756 0.0460
50-Year 41.9 -0.699 146.60 0.1440 0.2129 0.0689

100-Year 46.0 -0.699 160.95 0.1581 0.2533 0.0951

Storm
Event

<Equation 1> Flow Rate (m3/sec)Rainfall Intensity (mm/hr)
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Based on allowable release rate, the required on site storage for the 100-year storm event is calculated
by the “Modified Rational Method” is shown on Table 4-2:

Table 4-2 Region 1 – Required Storage Volume

By trial and error calculations 160 mm diameter orifice pipe is required to control the flow rate to the
5 year pre-development condition.

ὗ πȢφπ “ 0.160
2 ς ωȢψρ ψρȢςτ χωȢπυ

0.160
2

πȢπχχφ ά ίὩὧϳ

Refer to Table 4-2 above, storage of 105.38 m3 is required in order to accommodate the excess flow
during 100 year major storm event. This volume is provided by underground storm sewer pipes and
storm structures and is detailed in Table 4-3.

Stm Event Tc Id Qpost Qorifice Excess Flow Volume(m³)
1 804.7955 1.2664 0.0776 1.1887 71.3245
2 495.7533 0.7801 0.0776 0.7025 84.2949
3 373.4030 0.5876 0.0776 0.5099 91.7887
4 305.3835 0.4805 0.0776 0.4029 96.6978
5 261.2796 0.4111 0.0776 0.3335 100.0527
6 230.0159 0.3619 0.0776 0.2843 102.3533
8 188.1160 0.2960 0.0776 0.2184 104.8246

100 Yr Post 10 160.9480 0.2533 0.0776 0.1756 105.3811
5 Yr Pre 15 121.2266 0.1908 0.0776 0.1131 101.8194

20 99.1438 0.1560 0.0776 0.0784 94.0621
25 84.8253 0.1335 0.0776 0.0559 83.7819
30 74.6754 0.1175 0.0776 0.0399 71.7905
35 67.0474 0.1055 0.0776 0.0279 58.5496
40 61.0725 0.0961 0.0776 0.0185 44.3498
45 56.2458 0.0885 0.0776 0.0109 29.3873
50 52.2523 0.0822 0.0776 0.0046 13.8011

105.38Max Volume Required            cum
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Table 4-3 Region 1 – Actual Storage Provided

The storage provided on site is 129.56 m3 which is more than the required volume of 105.38 m3.

Diameter Area Top Maximum. Invert Volume

(mm) (m2) (m)

Water
Level (m) (m3)

CB#01 600X600 0.36 81.09 81.24 79.69 0.56
CB#02 600X600 0.36 81.41 81.24 80.01 0.44
CB#03 600X600 0.36 81.45 81.24 80.05 0.43
CB#04 600X600 0.36 82.25 81.24 80.85 0.14
CB#05 600X600 0.36 82.25 81.24 80.85 0.14
CB#06 600X600 0.36 82.90 81.24 81.27 0.00
CB#07 600X600 0.36 81.08 81.24 80.72 0.19
CB#08 600X600 0.36 81.57 81.24 80.50 0.27
CB#09 600X600 0.36 82.13 81.24 81.09 0.05
CB#10 600X601 0.36 82.73 81.24 81.65 0.00

STMMH#02 1200.00 1.13 81.63 81.24 79.95 1.46
STMMH#03 1200.00 1.13 82.19 81.24 80.51 0.83
STMMH#04 1200.00 1.13 82.87 81.24 81.22 0.02

Sum 4.52

Structure

Diameter Area Length Volume
(mm) (m2) (m) (m3)

OGS#1 MH2 250 0.0491 60.00 2.95
MH2 MH3 250 0.0491 53.00 2.60
MH3 MH4 250 0.0491 68.00 3.34
Sum 8.88

From To

4.52
8.88

116.15
129.56

Storage Volume For 100-Year Event (m3)
Catch Basins & Manholes

Underground Conduits
Underground Chamber Stormtech SC-160

Total Provided
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Uncontrolled Sub-catchment (REGION 1)

Table 4-4 Peak Flow for Region 1 Uncontrolled Sub-catchment (5-100 year Events)

For the overall release rate for the North Sub-catchment is the sum of the flows from both controlled
and uncontrolled sub-catchments. See below for overall release rate.

Overall release rate for north sub-catchment = Controlled Sub-catchment + Uncontrolled Sub-
catchment

Q=0.0776 + 0.0256
Q=0.1032 m3/s

Therefore, the overall release rate is less than target release rate of 0.1042 m3/s (refer to Table 3-3 for
details).

a b I Existing Proposed Excess Flow
2-Year 21.0 -0.699 73.48 0.0068 0.0090 0.0021
5-Year 27.7 -0.699 96.92 0.0090 0.0119 0.0028

10-Year 32.2 -0.699 112.66 0.0105 0.0138 0.0033
25-Year 37.7 -0.699 131.91 0.0123 0.0177 0.0055
50-Year 41.9 -0.699 146.60 0.0136 0.0215 0.0079

100-Year 46.0 -0.699 160.95 0.0150 0.0256 0.0106

Rainfall Intensity (mm/hr)Storm
Event

<Equation 1> Flow Rate (m3/sec)
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4.1.2 REGION 2

Controlled Sub-catchment (REGION 2)

The result of peak flow rates (m3/s) generated by the “Modified Rational Method” for existing and
proposed conditions for the North sub-catchment is shown in Table 4-5 below:

Table 4-5 Peak Flow for South Controlled Sub-catchment (5-100 year Events)

To mitigate the impacts of the proposed development, on site storage and flow control should be
provided using an orifice pipe restrictor located at the final outlet of developed site to limit the release
rates to pre-development condition runoff as shown in Table 3-4 above.

Sizing of the orifice is given by the formula:

a b I Existing Proposed Excess Flow
2-Year 21.0 -0.699 73.48 0.1242 0.1599 0.0356
5-Year 27.7 -0.699 96.92 0.1639 0.2109 0.0470

10-Year 32.2 -0.699 112.66 0.1905 0.2452 0.0547
25-Year 37.7 -0.699 131.91 0.2231 0.3158 0.0927
50-Year 41.9 -0.699 146.60 0.2479 0.3828 0.1349

100-Year 46.0 -0.699 160.95 0.2722 0.4553 0.1832

Storm
Event

<Equation 1> Flow Rate (m3/sec)Rainfall Intensity (mm/hr)
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Based on allowable release rate, the required on site storage for the 100-year storm event is calculated
by the “Modified Rational Method” is shown on Table 4-6:

Table 4-6 Region 2 – Required Storage Volume

By trial and error calculations 182 mm diameter orifice pipe is required to control the flow rate to the
5 year pre-development condition.

ὗ πȢφπ “ 0.182
2 ς ωȢψρ ψπȢυχ χψȢτφ

0.182
2

πȢπωψς ά ίὩὧϳ

Refer to Table 4-6 above, storage of 176.18 m3 is required in order to accommodate the excess flow
during 100 year major storm event. This volume is provided by underground storm sewer pipes and
storm structures and is detailed in Table 4-7.

Stm Event Tc Id Qpost Qorifice Excess Flow Volume(m³)
1 804.7955 1.9518 0.0982 1.8535 111.2110
2 495.7533 1.2023 0.0982 1.1040 132.4847
3 373.4030 0.9056 0.0982 0.8073 145.3176
4 305.3835 0.7406 0.0982 0.6424 154.1668
5 261.2796 0.6336 0.0982 0.5354 160.6208
6 230.0159 0.5578 0.0982 0.4596 165.4499
8 188.1160 0.4562 0.0982 0.3580 171.8250

100 Yr Post 10 160.9480 0.3903 0.0982 0.2921 175.2492
5 Yr Pre 15 121.2266 0.2940 0.0982 0.1958 176.1760

20 99.1438 0.2404 0.0982 0.1422 170.6362
25 84.8253 0.2057 0.0982 0.1075 161.2083
30 74.6754 0.1811 0.0982 0.0829 149.1428
35 67.0474 0.1626 0.0982 0.0644 135.1516
40 61.0725 0.1481 0.0982 0.0499 119.6826
45 56.2458 0.1364 0.0982 0.0382 103.0379
50 52.2523 0.1267 0.0982 0.0285 85.4321

176.18Max Volume Required            cum
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Table 4-7 Region 2 – Actual Storage Provided

The storage provided on site is 181.32 m3 which is more than the required volume of 176.18 m3.

Diameter Area Top Maximum. Invert Volume

(mm) (m2) (m)

Water
Level (m) (m3)

CB#11 600X600 0.36 80.57 80.57 79.17 0.50
CB#12 600X600 0.36 80.57 80.57 79.17 0.50
CB#13 600X600 0.36 81.48 80.57 80.08 0.18
CB#14 600X600 0.36 81.48 80.57 80.08 0.18
CB#15 600X600 0.36 82.45 80.57 80.86 0.00
CB#16 600X600 0.36 82.45 80.57 80.86 0.00
CB#17 600X600 0.36 82.04 80.57 80.64 0.00
CB#18 600X600 0.36 81.13 80.57 79.15 0.51
CB#19 600X600 0.36 81.47 80.57 80.70 0.00
CB#20 600X600 0.36 81.47 80.57 81.00 0.00

STMMH#06 1200.00 1.13 80.53 80.57 79.06 1.71
STMMH#07 1200.00 1.13 81.16 80.57 79.48 1.23
STMMH#08 1200.00 1.13 81.95 80.57 80.36 0.24
STMMH#09 1200.00 1.13 82.40 80.57 80.77 0.00

BOX CULVERT
x2 57000X3500 399.00 79.50 79.50 79.08 167.58

Sum 172.63

Structure

Diameter Area Length Volume
(mm) (m2) (m) (m3)

MH6 MH7 250 0.0491 54.00 2.65
MH7 MH8 250 0.0491 85.00 4.17
MH8 MH9 250 0.0491 38.00 1.87
Sum 8.69

From To

172.63
8.69

181.32
Underground Conduits

Total Provided

Storage Volume For 100-Year Event (m3)
Catch Basins & Manholes & Box Culverts
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Uncontrolled Sub-catchment (REGION 2)

Table 4-8 Peak Flow for South Uncontrolled Sub-catchment (5-100 year Events)

For the overall release rate for the South Sub-catchment is the sum of the flows from both controlled
and uncontrolled sub-catchments. See below for overall release rate.

Overall release rate for south sub-catchment = Controlled Sub-catchment + Uncontrolled Sub-
catchment

Q=0.0982 + 0.0650
Q=0.1632 m3/s

Therefore, the overall release rate is less than target release rate of 0.1639 m3/s (refer to Table 3-4 for
details).

4.1.3 SWM Summary

The overall release rates for both Region 1 and 2 have been respectively controlled to be below the
allowable release rates. Therefore, proposed development will not have any adverse effect on the
municipal storm drainage infrastructure.

4.2 Quality Control

To meet the quality requirements for the site, an EFO4 unit and an EFO5 unit are proposed,
respectively, on north and south outlet points at the downstream of storm networks before being
discharged to the existing municipal ditch along Ontario Street (Refer to P-301, Servicing Plan for
location details).

Majority of the area within the subdivision (with exception to uncontrolled catchment area) will be
conveyed through an internal drainage system which eventually discharges offsite into an existing
roadside ditch. Prior to discharging offsite, the stormwater is expected to back-up into the proposed
underground storage structures for all storm events greater than the 2-year event. The EFO4 will
provide a TSS removal rate of approx. 85% for the Northern portion of the controlled catchment and
the EFO5 will provide a TSS removal rate of approx. 85% for the southern portion of the controlled
catchment area, as per manufacturer specifications.  Please refer to the attached sizing report in
Appendix for details.

a b I Existing Proposed Excess Flow
2-Year 21.0 -0.699 73.48 0.0136 0.0228 0.0092
5-Year 27.7 -0.699 96.92 0.0179 0.0301 0.0122

10-Year 32.2 -0.699 112.66 0.0208 0.0350 0.0142
25-Year 37.7 -0.699 131.91 0.0244 0.0451 0.0207
50-Year 41.9 -0.699 146.60 0.0271 0.0546 0.0275

100-Year 46.0 -0.699 160.95 0.0298 0.0650 0.0352

Storm
Event

<Equation 1> Flow Rate (m3/sec)Rainfall Intensity (mm/hr)
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5. SOURCEWATER PROTECTION

The subject property is located in a WHPA B with a vulnerability score of 8. However, location is not
in an Issue Contributing Area as per the Source Protection Information Atlas and the City of Brighton
pre-consultation comments under ‘Sourcewater Protection’. Please refer to the image below.

The subject area is proposed to be developed as a residential subdivision with on-site quality and
quantity control measures provided via grass swales and two Stormceptors EFO4 and EFO5, therefore,
the proposed development will not have any adverse effect on the wellheads located near the project
area.

Proposed
development
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6. EROSION AND SEDIMENT CONTROL DURING CONSTRUCTION

The erosion potential of the study area was assessed using methods described in the “MTO Drainage
Management Manual” of temporary erosion and sediment control measures suitable for construction
sites close to highways.

During Site construction, various temporary measures will be implemented to prevent the discharge
of sediment laden Stormwater from the Site.  These measures include silt fencing, catch-basin buffers
and mud-mats.

In addition to the above, the following “good housekeeping” measures are recommended:

¶ All exposed soil shall be stabilized as soon as possible with a seed and mulch application as directed
by the Engineer.

¶ No construction activity or machinery shall intrude beyond the silt/snow fence or limit of
construction area.  All construction vehicles shall leave the site at designated locations as shown
on the plans.

¶ Stockpiles of soil shall be set back from any watercourse and stabilized against erosion as soon as
possible.  A set back of at least 15m from any top-of-bank, watercourse or pond is required.

¶ Cleaning and repairs of mud-mats and any other temporary sediment control measures shall be
completed as deemed necessary through regular inspection.

¶ Sediment/slit shall be removed from the sediment control devices after storm events and deposited
in areas as approved by the engineer.

¶ All re-graded areas within the development which are not occupied by buildings, roadways,
sidewalks, or driveways shall be top-soiled and sodded/seeded immediately after completion of
final grading operations as directed by the engineer.
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7. SUMMARY AND CONCLUSIONS

In summary, all required conditions for the Municipality of Brighton, Northumberland County have
been satisfied as follows:

¶ The Stormwater flow from the Site is controlled to the allowable release rate
¶ The proposed SWM techniques provide “Enhanced level” quality treatment.
¶ The Erosion and Sediment Control Plan demonstrates how erosion and sedimentation will be

minimized during construction

This SWM Report satisfies all requirements for stormwater quantity, quality and erosion &
sedimentation control.

Ben Lo, M.Eng James Sam, P.Eng
Tel (416) 229-2636 ext 236 Tel (416) 229-2636 ext 205
b.lo@jandb-inc.com j.sam@jandb-inc.com
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Appendix A – Pre/Post Development Condition



[FENCE LOCATED 0.15 ON TOMBA LANDS] 
NEW 1.8M HIGH WOOD PRIVACY FENCE
NOTE:

DDDDDDDD

SIDEWALK

A A A A A A A AA A A A A A A A

C

C

C

C

C

C

C

F
U
T
U
R
E
 
W
E
S
T
 
C
O
N
N
E
C
T
I
O
N

POSTAL

N
E
W
 
6
.
5
M
 
C
O
N
D
O
 
R
O
A
D
 
-
 
F
I
R
E
 
R
O
U
T
E

C
E
N
T
E
R
L
I
N
E
 
R
O
A
D

E
D
G
E
 
O
F
 
A
S
P
H
A
L
T

E
D
G
E
 
O
F
 
A
S
P
H
A
L
T

1
0
8
.
3
5
6

9
9
.
2
1
7

230.576

9
.
1
4
4

H
I
G
H
T
 
P
O
I
N
T
 

S
W
A
L
E

3
M
 
W
A
L
K
W
A
Y

D.S.

W.L.

W.L.

W.L.

W.L.

W.L.

W.L.

W.L.

W.L.W.L.

B.F. RAMP

B
.
F
.
 
R
A
M
P

[FENCE LOCATED 0.15 ON TOMBA LANDS] 
NEW 1.8M HIGH WOOD PRIVACY FENCE
NOTE:

WATER METER

A A A A A A

DDDDDDDD

SIDEWALK

A A A A A A

B
L
O
C
K
 
8
:
 
7
-
 
3
 
 
S
T
O
R
E
Y
 
T
O
W
N
S

13587.79

6000.00

11582.05

56.218 4.500

NEW 6.5M CONDO ROAD - FIRE ROUTE

A A A A A A

AREA

16

SNOW STORAGE

B.F. RAMP

L.S.

L.S.

15

SIDEWALK

7277.47

7277.47

AMENITY AREA

D.S.

BIKE PARKING

8

S
I
D
E
W
A
L
K

B.F. RAMP B.F. RAMP

L.S.

L.S.

L.S.

L.S.

L.S. L.S.

L.S.

FH

3
M
 
W
A
L
K
W
A
Y

N
E
W
 
6
.
5
M
 
C
O
N
D
O
 
R
O
A
D
 
-
 
F
I
R
E
 
R
O
U
T
E

B
.
F
.
 
R
A
M
P

DDDDDDDD

A
A A A A A A A

SIDEWALK

L.S.

A A A A A A A A

B.F. RAMP

NEW 8.5M MUNICIPAL ROAD - FIRE ROUTE

0
.
3
M
 
R
E
S
E
R
V
E

L
I
N
E
 
O
F
 
B
A
L
C
O
N
Y

L.S.

FUTURE POTENTIAL SIDEWALK

L.S.L.S.L.S.

0.3M RESERVE

L.S.

BOXES

1
0
.
0
0

A
D
J
A
C
E
N
T
 
L
A
N
D
S

T
O
 
B
E
 
I
N
C
L
U
D
E
D

I
N
 
D
R
A
F
T
 
P
L
A
N

FH

J.B.
V.P.

L.S.

L.S.

TORONTO
25 CENTURIAN DR.
SUITE 201
MARKHAM, ON  L3R 5N8
416 229 2636

CALGARY
707-10TH AVE. SW
SUITE 150
CALGARY AB T2R 0B3
403 355 2295

J + B ENGINEERING INC.



J+B ENGINEERING INC.
WWW.JANDB-INC.COM

Stormwater Management Study

17
MARKHAM (HEAD OFFICE CALGARY
25 CENTURIAN DR, SUITE 201, MARKHAM, ON L3R 5N8 707 – 10TH AVE SW, SUITE 200, CALGARY, AB, T2R 0B3
T: 416 229 2636  F: 416 229 6965  T: 403 355 2295  F: 403 355 2297

Appendix B - Grading Plan
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Appendix C - Site Servicing Plan
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Appendix D – Stormceptor Sizing Report



Imbrium® Systems
ESTIMATED NET ANNUAL SEDIMENT (TSS) LOAD REDUCTION

Recommended Stormceptor EFO Model: EFO4
Estimated Net Annual Sediment (TSS) Load Reduction (%): 85

Project Name: 214 Ontario St - North

Project Number: 220108

Designer Name: Ben Lo

Designer Company: J and B Engineering

Designer Email: b.lo@jandb-inc.com

Designer Phone: 416-229-2636

EOR Name:  

EOR Company:

EOR Email:

EOR Phone:

Province: Ontario

City: Brighton

Nearest Rainfall Station: TRENTON AP

Climate Station Id: 6158875

Years of Rainfall Data: 19

Net Annual Sediment 
(TSS) Load Reduction 

Sizing Summary

Stormceptor 
Model

TSS Removal 
Provided (%)

EFO4 85
EFO5 91
EFO6 94
EFO8 97

EFO10 99
EFO12 99

Oil / Fuel Spill Risk Site? Yes

Upstream Flow Control? No

Peak Conveyance (maximum) Flow Rate (L/s): 

Influent TSS Concentration (mg/L): 200

Estimated Average Annual Sediment Load (kg/yr): 345

Estimated Average Annual Sediment Volume (L/yr): 280

Required Water Quality Runoff Volume Capture (%): 90.00

Estimated Water Quality Flow Rate (L/s): 12.58

Drainage Area (ha): 0.86

Runoff Coefficient 'c': 0.50

Particle Size Distribution: Fine

Target TSS Removal (%): 80.0

Site Name: Region 1

Water Quality Runoff Volume Capture (%): > 90

06/12/2025
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Rainfall 
Intensity
(mm / hr)

Percent 
Rainfall 

Volume (%)

Cumulative 
Rainfall Volume 

(%)

Flow Rate 

(L/s)

Flow Rate 
(L/min)

Surface 
Loading Rate 

(L/min/m²)

Removal 
Efficiency 

(%)

Incremental 
Removal (%)

Cumulative 
Removal 

(%)
0.50 8.6 8.6 0.60 36.0 30.0 100 8.6 8.6

1.00 20.8 29.4 1.20 72.0 60.0 100 20.8 29.4

2.00 17.2 46.7 2.39 143.0 120.0 93 16.1 45.5

3.00 12.9 59.5 3.59 215.0 179.0 86 11.0 56.5

4.00 8.8 68.3 4.78 287.0 239.0 81 7.1 63.7

5.00 6.6 74.9 5.98 359.0 299.0 79 5.2 68.9

6.00 4.5 79.4 7.17 430.0 359.0 76 3.4 72.3

7.00 4.2 83.6 8.37 502.0 418.0 73 3.1 75.4

8.00 2.8 86.5 9.56 574.0 478.0 71 2.0 77.4

9.00 1.7 88.2 10.76 646.0 538.0 68 1.2 78.6

10.00 1.3 89.5 11.95 717.0 598.0 65 0.8 79.4

11.00 1.0 90.5 13.15 789.0 657.0 64 0.7 80.1

12.00 1.8 92.3 14.34 861.0 717.0 64 1.2 81.2

13.00 0.9 93.3 15.54 932.0 777.0 63 0.6 81.8

14.00 0.5 93.8 16.74 1004.0 837.0 63 0.3 82.1

15.00 0.4 94.2 17.93 1076.0 897.0 62 0.3 82.4

16.00 0.4 94.6 19.13 1148.0 956.0 62 0.3 82.7

17.00 0.6 95.2 20.32 1219.0 1016.0 61 0.4 83.0

18.00 0.3 95.6 21.52 1291.0 1076.0 60 0.2 83.2

19.00 0.0 95.6 22.71 1363.0 1136.0 59 0.0 83.2

20.00 0.5 96.1 23.91 1434.0 1195.0 57 0.3 83.6

21.00 0.8 96.9 25.10 1506.0 1255.0 56 0.4 84.0

22.00 0.4 97.3 26.30 1578.0 1315.0 54 0.2 84.2

23.00 0.0 97.3 27.49 1650.0 1375.0 53 0.0 84.2

24.00 0.2 97.5 28.69 1721.0 1434.0 51 0.1 84.3

25.00 0.5 97.9 29.89 1793.0 1494.0 49 0.2 84.5

30.00 1.1 99.0 35.86 2152.0 1793.0 41 0.4 85.0

35.00 0.6 99.6 41.84 2510.0 2092.0 35 0.2 85.2

40.00 0.4 100.0 47.82 2869.0 2391.0 31 0.1 85.3

45.00 0.0 100.0 53.79 3228.0 2690.0 28 0.0 85.3

Estimated Net Annual Sediment (TSS) Load Reduction = 85 %
Climate Station ID: 6158875 Years of Rainfall Data: 19
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RAINFALL DATA FROM TRENTON AP RAINFALL STATION

INCREMENTAL AND CUMULATIVE TSS REMOVAL 
FOR THE RECOMMENDED STORMCEPTOR® MODEL
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INLET-TO-OUTLET DROP 
Elevation differential between inlet and outlet pipe inverts is dictated by the angle 
at which the inlet pipe(s) enters the unit.
0° - 45° :  The inlet pipe is 1-inch (25mm) higher than the outlet pipe.
45° - 90° :  The inlet pipe is 2-inches (50mm) higher than the outlet pipe.

HEAD LOSS    
The head loss through Stormceptor EF is similar to that of a 60-degree bend 
structure. The applicable K value for calculating minor losses through the unit is 1.1. 
 For submerged conditions the applicable K value is 3.0.  

Pollutant Capacity

Stormceptor  
EF / EFO

Model 
Diameter 

Depth (Outlet 
Pipe Invert to 
Sump Floor) 

Oil Volume 

Recommended 
Sediment 

Maintenance Depth * 

Maximum 
Sediment Volume * 

 

Maximum 
Sediment Mass ** 

(m) (ft) (m) (ft) (L) (Gal) (mm) (in) (L) (ft³) (kg) (lb)
EF4 / EFO4 1.2 4 1.52 5.0 265 70 203 8 1190 42 1904 5250
EF5 / EFO5 1.5 5 1.62 5.3 420 111 305 10 2124 75 2612 5758
EF6 / EFO6 1.8 6 1.93 6.3 610 160 305 12 3470 123 5552 15375
EF8 / EFO8 2.4 8 2.59 8.5 1070 280 610 24 8780 310 14048 38750

EF10 / EFO10 3.0 10 3.25 10.7 1670 440 610 24 17790 628 28464 78500
EF12 / EFO12 3.6 12 3.89 12.8 2475 655 610 24 31220 1103 49952 137875

*Increased sump depth may be added to increase sediment storage capacity 
** Average density of wet packed sediment in sump = 1.6 kg/L (100 lb/ft³ ) 

STANDARD STORMCEPTOR EF/EFO DRAWINGS
For standard details, please visit http://www.imbriumsystems.com/stormwater-treatment-solutions/stormceptor-ef

STANDARD STORMCEPTOR EF/EFO SPECIFICATION
For specifications, please visit http://www.imbriumsystems.com/stormwater-treatment-solutions/stormceptor-ef
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Imbrium® Systems
ESTIMATED NET ANNUAL SEDIMENT (TSS) LOAD REDUCTION

Recommended Stormceptor EFO Model: EFO5
Estimated Net Annual Sediment (TSS) Load Reduction (%): 85

Project Name: 214 Ontario St - South

Project Number: 220108

Designer Name: Ben Lo

Designer Company: J and B Engineering

Designer Email: b.lo@jandb-inc.com

Designer Phone: 416-229-2636

EOR Name:  

EOR Company:

EOR Email:

EOR Phone:

Province: Ontario

City: Brighton

Nearest Rainfall Station: TRENTON AP

Climate Station Id: 6158875

Years of Rainfall Data: 19

Net Annual Sediment 
(TSS) Load Reduction 

Sizing Summary

Stormceptor 
Model

TSS Removal 
Provided (%)

EFO4 79
EFO5 85
EFO6 90
EFO8 95

EFO10 97
EFO12 98

Oil / Fuel Spill Risk Site? Yes

Upstream Flow Control? No

Peak Conveyance (maximum) Flow Rate (L/s): 

Influent TSS Concentration (mg/L): 200

Estimated Average Annual Sediment Load (kg/yr): 551

Estimated Average Annual Sediment Volume (L/yr): 448

Required Water Quality Runoff Volume Capture (%): 90.00

Estimated Water Quality Flow Rate (L/s): 19.51

Drainage Area (ha): 1.308

Runoff Coefficient 'c': 0.51

Particle Size Distribution: Fine

Target TSS Removal (%): 80.0

Site Name: Region 2

Water Quality Runoff Volume Capture (%): > 90
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